
NORTHWESTERN WISCONSIN ELECTRIC COMPANY 

OVERHEAD ELECTRIC WIRE SERVICE ENTRANCE LOCATED ON A BUILDING 

 

           

         

 

 

 

 

 

 

 

 

 

             Metal conduit if it goes through eaves 

 

 

 

 

 

 

            

 

 

 

 

 

         Rods 1’ underground 
Ground Rods 5/8” x 8’ copperweld 

2 required for each service 

8’ minimum 

Rods  2’ 

minimum 

from 

foundation 

Ground wire to 

main panel  -  #6 

copper or larger 

as required by the 

NEC 

3’ minimum Company wires shall not be less 

than 18” above roof, and shall not 

extend more than 48” across roof 

Mast must be 2” schedule 80 rigid conduit 

200 Amp UL approved meter socket 

with Lever-Bypass 

Meter height 

6’maximum    

4’ minimum 

 Overhead wire to the mast 

provided by NWEC.  All other 

materials seen in this diagram to 

be furnished by the customer. 

Customer provides wire from 

the meter socket to 18” past 

the top of the mast 


